ReaderTT.config = {"pagecount":146,"title":"PROFIBUS DP から PROFINET IO へ","author":"A&D AS SM ID 1","subject":"プログラミングマニュアル","keywords":"\"A5E00298273-03; 10/2006\"","creator":"Acrobat PDFMaker 7.0.7 für Word","producer":"Acrobat Distiller 7.0.5 (Windows)","creationdate":"D:20070305141352+01'00'","moddate":"D:20080825102038+02'00'","trapped":"","fileName":"document.pdf","bounds":[[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286],[909,1286]],"bookmarks":[{"title":"SIMATIC PROFINET IO SIMATIC PROFINET IO PROFIBUS DP から PROFINET IO へ","page":1,"zoom":"XYZ 0 1141 null"},{"title":"安全性に関する基準","page":2,"zoom":"XYZ 0 1203 null"},{"title":"はじめに","page":3,"zoom":"XYZ 0 1034 null"},{"title":"目次","page":7,"zoom":"XYZ 0 1034 null"},{"title":"1 PROFINET マニュアルの参照先","page":13,"zoom":"XYZ 0 1034 null"},{"title":"2 PROFINET IO と PROFIBUS DP","page":15,"zoom":"XYZ 0 1034 null","children":[{"title":"2.1 PROFINET IO と PROFIBUS DP の比較","page":15,"zoom":"XYZ 0 850 null"},{"title":"2.2 STEP 7/ NCM PC における表現","page":17,"zoom":"XYZ 0 1116 null"}]},{"title":"3 PROFINET IO および PROFIBUS DP におけるブロック","page":19,"zoom":"XYZ 0 1058 null"},{"title":"4 PROFINET IO および PROFIBUS DP におけるシステムステータスリスト","page":23,"zoom":"XYZ 0 1058 null"},{"title":"5 PROFINET IO のデータセット","page":25,"zoom":"XYZ 0 1034 null","children":[{"title":"5.1 はじめに","page":25,"zoom":"XYZ 0 673 null","children":[{"title":"5.1.1 診断および目標コンフィグレーションデータセットの概要","page":25,"zoom":"XYZ 0 579 null"},{"title":"5.1.2 PROFINET IO のその他のデータセットに関する概要","page":34,"zoom":"XYZ 0 1116 null"}]},{"title":"5.2 PROFINET IO における装置モデル","page":35,"zoom":"XYZ 0 1116 null","children":[{"title":"5.2.1 IO 装置のデバイスモデル","page":35,"zoom":"XYZ 0 1022 null"},{"title":"5.2.2 PROFINET IO の診断レベル","page":36,"zoom":"XYZ 0 1116 null"}]},{"title":"5.3 診断データセットの構成","page":38,"zoom":"XYZ 0 1116 null","children":[{"title":"5.3.1 診断データセットの機能と選定","page":38,"zoom":"XYZ 0 1022 null"},{"title":"5.3.2 診断データセットの構造","page":42,"zoom":"XYZ 0 1116 null"},{"title":"5.3.3 診断データの評価手順","page":44,"zoom":"XYZ 0 1116 null"}]},{"title":"5.4 コンフィグレーションデータセットの構造","page":45,"zoom":"XYZ 0 766 null","children":[{"title":"5.4.1 コンフィグレーションデータセット W#16#8000、W#16#8001、W#16#C000、W#16#C001、W#16#E000、W#16#E001、W#16#E002、W#16#F000 の構造","page":45,"zoom":"XYZ 0 673 null"},{"title":"5.4.2 コンフィグレーションデータセット W#16#E002 の構造","page":49,"zoom":"XYZ 0 1116 null"}]},{"title":"5.5 診断およびコンフィグレーションデータセットのブロック","page":50,"zoom":"XYZ 0 1116 null","children":[{"title":"5.5.1 API","page":50,"zoom":"XYZ 0 1022 null"},{"title":"5.5.2 BlockLength","page":50,"zoom":"XYZ 0 832 null"},{"title":"5.5.3 BlockType","page":50,"zoom":"XYZ 0 640 null"},{"title":"5.5.4 BlockVersion","page":51,"zoom":"XYZ 0 1116 null"},{"title":"5.5.5 ChannelErrorType","page":51,"zoom":"XYZ 0 840 null"},{"title":"5.5.6 ChannelNumber","page":52,"zoom":"XYZ 0 427 null"},{"title":"5.5.7 ChannelProperties","page":53,"zoom":"XYZ 0 1116 null","children":[{"title":"5.5.7.1 ChannelProporties.Type （ビット0 ～ 7）","page":53,"zoom":"XYZ 0 719 null"},{"title":"5.5.7.2 ChannelProperties.Accumulative （ビット8）","page":53,"zoom":"XYZ 0 388 null"},{"title":"5.5.7.3 ChannelProperties.Qualifier（ビット 9/10）と ChannelProperties.Specifier （ビット 11/12）の組合せ","page":54,"zoom":"XYZ 0 1116 null"},{"title":"5.5.7.4 ChannelProperties.Specifier （ビット11 ～ 12）","page":55,"zoom":"XYZ 0 731 null"},{"title":"5.5.7.5 ChannelProperties.Direction （ビット13 ～ 15）","page":55,"zoom":"XYZ 0 398 null"}]},{"title":"5.5.8 ExtChannelAddValue","page":56,"zoom":"XYZ 0 1116 null"},{"title":"5.5.9 ExtChannelErrorType","page":56,"zoom":"XYZ 0 967 null"},{"title":"5.5.10 ModuleIdentNumber","page":59,"zoom":"XYZ 0 866 null"},{"title":"5.5.11 ModuleState","page":59,"zoom":"XYZ 0 667 null"},{"title":"5.5.12 SlotNumber","page":60,"zoom":"XYZ 0 1116 null"},{"title":"5.5.13 SubmoduleIdentNumber","page":60,"zoom":"XYZ 0 901 null"},{"title":"5.5.14 SubmoduleState","page":60,"zoom":"XYZ 0 724 null","children":[{"title":"5.5.14.1 SubmoduleState.AddInfo （ビット0 ～ 2）","page":61,"zoom":"XYZ 0 1116 null"},{"title":"5.5.14.2 SubmoduleState.MaintenanceRequired （ビット4）","page":61,"zoom":"XYZ 0 883 null"},{"title":"5.5.14.3 SubmoduleState.MaintenanceDemanded （ビット5）","page":61,"zoom":"XYZ 0 615 null"},{"title":"5.5.14.4 SubmoduleState.DiagInfo （ビット6）","page":62,"zoom":"XYZ 0 1116 null"},{"title":"5.5.14.5 SubmoduleState.ARInfo （ビット7 ～ 10）","page":62,"zoom":"XYZ 0 806 null"},{"title":"5.5.14.6 SubmoduleState.IdentInfo （ビット11 ～ 14）","page":62,"zoom":"XYZ 0 392 null"},{"title":"5.5.14.7 SubmoduleState.FormIndicator （ビット15）","page":63,"zoom":"XYZ 0 1116 null"}]},{"title":"5.5.15 SubslotNumber","page":63,"zoom":"XYZ 0 814 null"},{"title":"5.5.16 USI","page":64,"zoom":"XYZ 0 1116 null"}]}]},{"title":"6 診断データセットに対する例","page":65,"zoom":"XYZ 0 1034 null","children":[{"title":"6.1 診断データセット W#16#800A に対する例","page":65,"zoom":"XYZ 0 931 null"},{"title":"6.2 診断データセット W#16#800C に対する例","page":71,"zoom":"XYZ 0 1116 null"},{"title":"6.3 診断データセット W#16#E00C に対する例","page":74,"zoom":"XYZ 0 1116 null"},{"title":"6.4 コンフィグレーションデータセット W#16#E000 に対する例","page":79,"zoom":"XYZ 0 1116 null"},{"title":"6.5 コンフィグレーションデータセット W#16#E001 に対する例","page":81,"zoom":"XYZ 0 1116 null"},{"title":"6.6 コンフィグレーションデータセット W#16#E002 に対する例","page":82,"zoom":"XYZ 0 861 null"}]},{"title":"7 PROFINET IO における診断","page":85,"zoom":"XYZ 0 1034 null","children":[{"title":"7.1 内容 - PROFINET IO における診断","page":85,"zoom":"XYZ 0 931 null"},{"title":"7.2 PROFINET IO の診断機能","page":85,"zoom":"XYZ 0 637 null"},{"title":"7.3 プランニングおよびエンジニアリングツール STEP 7 による診断","page":86,"zoom":"XYZ 0 1116 null"},{"title":"7.4 ステータス LED による診断","page":87,"zoom":"XYZ 0 1116 null","children":[{"title":"7.4.1 PROFINET IO および PROFIBUS DP におけるステータス LED","page":87,"zoom":"XYZ 0 898 null"}]},{"title":"7.5 識別およびメンテナンス","page":89,"zoom":"XYZ 0 1116 null"}]},{"title":"8 STEP 7 ユーザプログラムによる診断","page":91,"zoom":"XYZ 0 1034 null","children":[{"title":"8.1 一般事項","page":91,"zoom":"XYZ 0 931 null"},{"title":"8.2 OB1 の SFB 52 による診断","page":92,"zoom":"XYZ 0 609 null"},{"title":"8.3 OB82 の SFB 54 による診断","page":100,"zoom":"XYZ 0 1116 null"}]},{"title":"9 PC ユーザプログラムのための移行","page":115,"zoom":"XYZ 0 1034 null","children":[{"title":"9.1 OPC インターフェース使用時の移行","page":115,"zoom":"XYZ 0 759 null"},{"title":"9.2 DP ベースのプログラミングインターフェース使用時の移行","page":116,"zoom":"XYZ 0 556 null","children":[{"title":"9.2.1 ファンクション呼び出しの対比","page":117,"zoom":"XYZ 0 777 null"},{"title":"9.2.2 ダイナミックな呼び出しの対比","page":118,"zoom":"XYZ 0 835 null"}]}]},{"title":"10 PROFINET IO 用の CP","page":119,"zoom":"XYZ 0 1034 null","children":[{"title":"10.1 内容","page":119,"zoom":"XYZ 0 931 null"},{"title":"10.2 CP 343-1","page":119,"zoom":"XYZ 0 655 null"},{"title":"10.3 CP 443-1 アドバンス","page":120,"zoom":"XYZ 0 939 null"},{"title":"10.4 CP 1616","page":121,"zoom":"XYZ 0 1116 null"}]},{"title":"用語解説","page":123,"zoom":"XYZ 0 1034 null"},{"title":" 索引","page":137,"zoom":"XYZ 0 1023 null","children":[{"title":"A","page":137,"zoom":"XYZ 0 951 null"},{"title":"B","page":137,"zoom":"XYZ 0 850 null"},{"title":"C","page":137,"zoom":"XYZ 0 676 null"},{"title":"D","page":137,"zoom":"XYZ 0 300 null"},{"title":"E","page":137,"zoom":"XYZ 0 951 null"},{"title":"G","page":137,"zoom":"XYZ 0 850 null"},{"title":"I","page":137,"zoom":"XYZ 0 768 null"},{"title":"L","page":137,"zoom":"XYZ 0 594 null"},{"title":"M","page":137,"zoom":"XYZ 0 420 null"},{"title":"N","page":137,"zoom":"XYZ 0 282 null"},{"title":"O","page":138,"zoom":"XYZ 0 1116 null"},{"title":"P","page":138,"zoom":"XYZ 0 979 null"},{"title":"R","page":138,"zoom":"XYZ 0 823 null"},{"title":"S","page":138,"zoom":"XYZ 0 740 null"},{"title":"T","page":138,"zoom":"XYZ 0 585 null"},{"title":"U","page":138,"zoom":"XYZ 0 502 null"},{"title":"ア","page":138,"zoom":"XYZ 0 401 null"},{"title":"イ","page":138,"zoom":"XYZ 0 209 null"},{"title":"エ","page":139,"zoom":"XYZ 0 1116 null"},{"title":"オ","page":139,"zoom":"XYZ 0 1034 null"},{"title":"キ","page":139,"zoom":"XYZ 0 951 null"},{"title":"コ","page":139,"zoom":"XYZ 0 869 null"},{"title":"シ","page":139,"zoom":"XYZ 0 768 null"},{"title":"ス","page":139,"zoom":"XYZ 0 410 null"},{"title":"ソ","page":139,"zoom":"XYZ 0 328 null"},{"title":"チ","page":139,"zoom":"XYZ 0 245 null"},{"title":"ツ","page":139,"zoom":"XYZ 0 933 null"},{"title":"デ","page":139,"zoom":"XYZ 0 850 null"},{"title":"ト","page":139,"zoom":"XYZ 0 750 null"},{"title":"ヒ","page":139,"zoom":"XYZ 0 667 null"},{"title":"フ","page":139,"zoom":"XYZ 0 548 null"},{"title":"プ","page":139,"zoom":"XYZ 0 447 null"},{"title":"ブ","page":139,"zoom":"XYZ 0 365 null"},{"title":"プ","page":139,"zoom":"XYZ 0 264 null"},{"title":"ヘ","page":140,"zoom":"XYZ 0 1116 null"},{"title":"マ","page":140,"zoom":"XYZ 0 1034 null"},{"title":"メ","page":140,"zoom":"XYZ 0 896 null"},{"title":"モ","page":140,"zoom":"XYZ 0 795 null"},{"title":"ユ","page":140,"zoom":"XYZ 0 713 null"},{"title":"ラ","page":140,"zoom":"XYZ 0 539 null"},{"title":"リ","page":140,"zoom":"XYZ 0 456 null"},{"title":"不","page":140,"zoom":"XYZ 0 374 null"},{"title":"各","page":140,"zoom":"XYZ 0 273 null"},{"title":"廃","page":140,"zoom":"XYZ 0 1116 null"},{"title":"診","page":140,"zoom":"XYZ 0 1034 null"},{"title":"識","page":140,"zoom":"XYZ 0 346 null"}]},{"title":"製品情報 A5E01648463-01","page":141,"zoom":"XYZ 0 1286 0"}],"thumbnailType":"jpg","pageType":"html","pageLabels":[]};
